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LVD TEST REPORT 
 

On Behalf of 
 

Prepared For : Zhejiang Jinghong Electric Co.,Ltd 

 
No.221.Wei shijiu Road,Yueqing economic&development Zone, 
325600,Zhejiang,China 

Trade Mark : N/A 

Product Name : Terminal Block  

Model(s) : 

TB-2503, TB-1503, TB-1504, TB-1505, TB-1506, TB-1508, TB-1510, 
TB-1512, TB-2503, TB-2504, TB-2505, TB-2506, TB-2508, TB-2510, 
TB-2512, TB-3503, TB-3504, TB-3505, TB-3506, TB-3510, TB-3512, 
TB-4503, TB-4504, TB-4505, TB-4506, TB-4510, TB-4512, TBC-6003, 
TBC-6004, TBC-6006, TBC-6012, TBC-1003, TBC-1004, TBC-1006, 
TBC-10012 

Prepared  By:  Shenzhen ZTS Testing Service Co., Ltd. 

 808, Building 1, 7th Industrial Zone, Yulv Community, Yutang Street, Guangming 
District, Shenzhen, Guangdong, China 
Tel: 400-8788-298                      Tel:0755-23245950  
Web: www.zts-test.com                 Email: zts@zts-test.com    

Test Date: Nov. 15, 2022- Nov. 21, 2022 

Date of Report:  Nov. 21, 2022 

Report No. : ZTS22111505GRS 

 
Note: This test report is limited to the above client company and the product model only. It may not be 

duplicated without prior written consent of Shenzhen CCT Testing Technology Co., Ltd. 
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TEST REPORT 
EN 60998-1:2004  

Connecting devices for low-voltage circuits for household and similar purposes -- Part 1: General 
requirements 

  
Report Number. ................................: ZTS22111505GRS 

Date of issue.....................................: Nov. 21, 2022 

Testing laboratory  

Name.................................................. : 
Shenzhen ZTS Testing Service Co., Ltd. 

Address……………...………………...: 808, Building 1, 7th Industrial Zone, Yulv Community, Yutang Street, 
Guangming District, Shenzhen, Guangdong, China 

Testing location .................................. : Same as above 

 

Applicant’s name ..............................: Zhejiang Jinghong Electric Co.,Ltd 

Address.............................................: 
No.221.Wei shijiu Road,Yueqing economic&development Zone, 
325600,Zhejiang,China 

Test specification:  

Standard ...........................................: EN 60998-1:2004 

Test procedure..................................: Test report 

Non-standard test method ................: N/A 

Test item description..................... : Terminal Block  

Trade Mark........................................: N/A 

Manufacturer.....................................: Zhejiang Jinghong Electric Co.,Ltd 

Address.............................................: 
No.221.Wei shijiu Road,Yueqing economic&development Zone, 
325600,Zhejiang,China 

Model/Type reference.......................: TB-2503 

Additional Models .............................: TB-1503, TB-1504, TB-1505, TB-1506, TB-1508, TB-1510, 
TB-1512, TB-2503, TB-2504, TB-2505, TB-2506, TB-2508, 
TB-2510, TB-2512, TB-3503, TB-3504, TB-3505, TB-3506, 
TB-3510, TB-3512, TB-4503, TB-4504, TB-4505, TB-4506, 
TB-4510, TB-4512, TBC-6003, TBC-6004, TBC-6006, 
TBC-6012, TBC-1003, TBC-1004, TBC-1006, TBC-10012 

Ratings..............................................: AC 600V, 50/60Hz, 25A 
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Testing procedure and testing location 

Laboratory name………… : Shenzhen ZTS Testing Service Co., Ltd. 

Testing location/address: : 808, Building 1, 7th Industrial Zone, Yulv Community, Yutang Street, 
Guangming District, Shenzhen, Guangdong, China    

Testing procedure : TL      RMT      SMT     WMT    TMP  

Prepared by  

(Engineer) : Jeffrey Wang 
   

Tested By 

 (Test Engineer) 
: Miaolei Cheng 

  

Reviewed By  

(Supervisor) 
: Tony Mo 
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artwork of marking plate (representative) 

 

 

 

 

 

  

 

 

 

 

 

 

 

 

 

 

Note: Due to similarity of the rating labels, only above label is listed. 

 
Terminal Block  
 
Model: TB-2503 
 
Rating: AC 600V, 50/60Hz, 25A  
 

        
Zhejiang Jinghong Electric Co.,Ltd 
 

Made in China 
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Possible test case verdicts:  

- test case does not apply to the test object ............: N/A (Not Applicable) 

- test object does meet the requirement ..................: P (Pass) 

- test object does not meet the requirement ............: F (Fail) 

Testing:  

Date of receipt of test item.......................................: Nov. 15, 2022  

Date (s) of performance of tests ..............................: Nov. 15, 2022- Nov. 21, 2022 

  

General remarks: 

The test results presented in this report relate only to the object tested. 
This report shall not be reproduced, except in full, without the written approval of the Issuing testing 
laboratory. 
"(see Enclosure #)" refers to additional information appended to the report. 
"(see appended table)" refers to a table appended to the report. 
 
Throughout this report a  comma /  point is used as the decimal separator. 
 

Name and address of factory (ies) ......................... : Same as Manufacturer 

General product information: 
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15 TEMPERATURE RISE AND ELECTRICAL PERFORMANCES P 

15.1 to 15.4 Terminal................................................................... : plug-socket — 

 T marking (°C) ....................................................... : 85 P 

 Largest cross-sectional area (mm²)........................ : 0,2-2,5 — 

 Conductors .............................................................. : 1 m P 

 Torque (Nm); table number..................................... :  — 

 Rated connecting capacity (mm²) ........................... : 0,2-2,5 — 

 Test current (A)........................................................ : 25 — 

 Temperature rise does not exceed 45 K (1)........... : See appended table 15A P 

 Temperature rise does not exceed 45 K (2)........... :  N 

 Temperature rise does not exceed 45 K (3)........... :  N 

 

16 RESISTANCE TO HEAT P 

16.1 Connecting devices are sufficiently resistant to heat  P 

16.2 Heating cabinet test See appended table 16.2 P 

 After the test: no changes impairing further use and 
markings still legible 

 P 

16.3 Ball-pressure test (EN 60695-10-2) for parts 
necessary to retain current-carrying parts and parts of 
the earthing circuit in position 

See appended table 16.3A P 

 Impression diameter not exceed 2 mm  P 

 Ball-pressure test (EN 60695-10-2) for parts not 
necessary to retain current-carrying parts and parts of 
the earthing circuit in position 

 N 

 Impression diameter not exceed 2 mm  N 
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15A TABLE: Temperature rise test  P 

 Model/type reference.............................................. : TB-2503 — 

 Conductor length (m)............................................... : 1 — 

 Measurement made at temperature (°C).............. . : 85 — 

 Largest cross-sectional area (mm²)........................ : 2,5 — 

 Test current (A)........................................................ : 25 — 

Measured dT (K)  

Temperature rise dT of part/at: Sample 1 Sample 2 Sample 3 

Allowed dT 
(K) 

Current carrying part of Output connector 23 — — 45 

Insulating material of Output connector 20 — — 45 

Current carrying part of Input connector 23 — — 45 

Insulating material of Input connector 21 — — 45 

Internal enclosure 7 — — 45 

External enclosure 5 — — 45 
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16.2 TABLE: Heating cabinet test P 

 Test temperature (°C)........................................... : T + 45 = 85 + 45 = 130 — 

Model/type reference Sample 1 Sample 2 Sample 3 — 

TB-2503 130°C — — P 

 

 

16.3A  P 

  — 

Test temperature (°C) T + 45 = 130 

Part under test Impression diameter (mm) 

Current carrying part of input/output connector 1,4 

Current carrying part of input connector  1,0 

TABLE: Components P 

 
 
 
 

Object / part No. Manufacturer/ 
trademark 

Type / model Technical data Standard Mark(s) of 
conformity 

Enclosure  Various Various 105°C EN 60998-1 Tested in 
appliance 

 
 
 
 
 
 

TABLEa: Components used for the test P 

Object / part No. Manufacturer/ trademark Type / model Serial number 

Oven Xinglong XL20122 / 
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ATTACHMENT A - EUT PHOTOS  

 
 

 
Photo 1  

 
 
 
 
 
 

 
Photo 2  
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Photo 3  

 
 

 
 
 
 

 
Photo4 

 
 

※※※※※※※※※※  END OF THE REPORT ※※※※※※※※※※※  


